
FASTEN TO STRUCTURAL
SYSTEM ABOVE AS REQUIRED
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3 5/8" METAL TRACK

3 5/8" METAL STUDS @ 16" O.C. MAX.3 5/8" METAL STUDS @ 16" O.C. MAX.3 5/8" METAL STUDS @ 16" O.C. MAX.

3-5/8" METAL STUD KICKER AT 4'-0" OC
MAX

5/8" TYPE X GYPSUM WALLBOARD

SEE PLAN

FINISHED CEILING

2"

3" X 3" CONTINUOUS ANGLE3" X 3" CONTINUOUS ANGLE

SEE PLAN

VARIES
SUSPENDED SAG RESISTANT GYPSUM
WALLBOARD

SEE PLAN
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FASTEN TO STRUCTURAL
SYSTEM ABOVE AS REQUIRED

FIRE STOPPING SEALANT

3 5/8" METAL TRACK

5/8" TYPE X GYPSUM WALLBOARD5/8" TYPE X GYPSUM WALLBOARD

3-5/8" METAL STUD KICKER AT 4'-0" OC
MAX

3 5/8" METAL STUDS @ 16" O.C. MAX.3 5/8" METAL STUDS @ 16" O.C. MAX.3 5/8" METAL STUDS @ 16" O.C. MAX.

3" X 3" CONTINUOUS ANGLE

M
IN

.

2"

SEE PLAN

SEE PLAN

FINISHED CEILING

3 5/8" METAL TRACK

SUSPENDED SAG RESISTANT GYPSUM
WALLBOARD

SEE PLAN

VARIES

6"

FASTEN TO STRUCTURAL
SYSTEM ABOVE AS REQUIRED

6"

3 5/8" METAL TRACK

3 5/8" METAL STUDS @ 16" O.C. MAX.3 5/8" METAL STUDS @ 16" O.C. MAX.3 5/8" METAL STUDS @ 16" O.C. MAX.

3-5/8" METAL STUD KICKER AT 4'-0" OC
MAX

5/8" TYPE X GYPSUM WALLBOARD

SEE PLAN

SEE PLAN

FINISHED CEILING

2"

2"

3" X 3" CONTINUOUS ANGLE3" X 3" CONTINUOUS ANGLE

SEE PLAN

VARIES
SUSPENDED SAG RESISTANT GYPSUM
WALLBOARD

SEE PLAN

FASTEN TO
STRUCTURAL SYSTEM
ABOVE AS REQUIRED

3 5/8" METAL TRACK

3 5/8" METAL STUDS @ 16" O.C. MAX.

3-5/8" METAL STUD KICKER AT 4'-0" OC
MAX

5/8" TYPE X GYPSUM WALLBOARD

SEE PLAN

FINISHED CEILING

2"

SEE PLAN

2"

CONTINUOUS 2-1/2" BY 20 GA.
METAL STUD SUSPENDED
ABOVE THE CEILING FRAMING
SYSTEM MEMBERS

FINISHED CEILING

CUBICLE CURTAIN OR IV TRACK

NOTE:
1. CONTRACTOR TO VERIFY CUBICLE CURTAIN TRACK CLEARANCE WITH LIGHT FIXTURES,
MECHANICAL DIFFUSERS AND SPRINKLER HEADS
2. PROVIDE SUFFICIENT HANGING SUPPORT TO THE CEILING TRACK AND/OR WOOD BLOCKING SO
THE CUBICLE CURTAIN TRACK WILL SUPPORT THE WEIGHT REQUIRED IN THE SPECIFICATIONS.

ROUND METAL SPACER @ EACH SCREW

12 GA. VERTICAL HANGER WIRE @ 2'-0" O.C.
(MAX) WITH MINIMUM OF 5 TURNS WITHIN 1-1/2".
HANGER WIRE SHALL BE SUFFICIENTLY
ATTACHED TO THE STRUCTURE ABOVE TO
PROVIDE FOR A T200 POUND DEAD LOAD.

#8 PAN HEAD SCREWS @ 2'-0" O.C.
(MAXIMUM), TYPICAL

FILL WITH GROUT

EXISTING CONCRETE SLAB TO
REMAIN

2"

FIRE SAFING INSULATION

NEW CONSTRUCTION EXISTING

5/8" TYPE X GYPSUM
WALLBOARD

EXPANSION JOINT COVER
ASSEMBLY

3"

1 
1/

2"

10" CAST-IN-PLACE CONCRETE WALL

5/8" TYPE X GYPSUM WALLBOARD5/8" TYPE X GYPSUM WALLBOARD

FINISHED CEILING

EXPANSION JOINT COVER ASSEMBLY

3 5/8" METAL TRACK

FINISHED CEILING

1"

EXPANSION JOINT COVER ASSEMBLY

NOTE:
SET EXPANSION JOINT COVER ASSEMBLY
FLUSH WITH FLOOR FINISH MATERIAL

FILL WITH GROUT

VINYL COMPOSITION TILE

FIRE SAFING INSULATION

2"

1 
1/

2"

NEW CONSTRUCTION EXISTING

DUAL ELASTOMERIC
EXPANSION JOINT COVER
ASSEMBLY

FINISHED CEILING

CEILING SUSPENSION SYSTEM

SEE PLAN

1/2
"

1"

1 1/16" EXPANSION JOINT

5/8" TYPE "X" GYPSUM
WALL BOARD

3 5/8" METAL FRAMING

LIFT UNIT, BY OWNER

RECESS STRAIGHT
TRACK AND CEILING
BRACKET

COORDINATE SUPPORTS
WITH STRUCTURAL

SEE PLAN

FINISHED CEILING AS SCHEDULED

3"
WOOD HANDRAIL

STAINLESS STEEL
CRASH RAIL

BRACKET ADAPTER PLATE

STAINLESS STEEL MOUNTING BRACKET

P-RWS W/ S.S. END CAPS
SECTIONAL VIEW

1/4-20 x 3" S/S/ FLAT HD BOLT
W/ TOGGLE
32" O.C. MAX.

4"

6 3
/8"

5/8" GWB

BLOCKING BY OTHERS

CO SERIES:
TYPE 304, 16 GAUGE
#4 SATIN FINISH

OR APPROVED EQUAL

3 1/2"

5/8" TYPE X GYPSUM WALLBOARD

EX COLUMN PLATE

EX COLUMN

1/2" SSP-2 SURROUND

1X1 ANGLE

SSP-1 COUNTER AND EDGE BAND
1" 8 1/2" 1"

FINISHED FLOOR

3'-
5"

SEAL TO COLUMN

EXPOSED COLUMN TO BE PAINTED,
COLOR TO BE SELECTED BY ARCHITECT

4

FASTEN TO STRUCTURAL
SYSTEM ABOVE AS REQUIRED

NTS
SEE PLAN

2"

SEE PLAN

SEE PLAN

3 5/8" METAL TRACK

FINISHED CEILING

3 5/8" METAL STUDS @ 16" O.C. MAX.

3" X 3" CONTINUOUS ANGLE

5/8" TYPE X GYPSUM WALLBOARD

T.O. Steel
638' - 7 1/2"

1

FASTEN TO STRUCTURAL SYSTEM
ABOVE AS REQUIRED

3 5/8" METAL TRACK

3" X 3" CONTINUOUS ANGLE

2"

SEE PLAN

3 5/8" METAL STUDS @ 16" O.C. MAX.

5/8" TYPE X GYPSUM WALLBOARD

2"

T.O. Steel
638' - 7 1/2"
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Project Number Scale

Project Manager Structural Engineer

P.O. BOX 24
40 LITTLE ROAD
ZIEGLERVILLE, PA, 19492
Tel   (610) 287-3194

WZG, STRUCTURAL
CONSULTING
ENGINEERS

MEP/FP Engineer

7330 CHAPEL HILL ROAD,
SUITE 202
RALEIGH, NC, 27606
Tel   (919) 858-7420

APOGEE
CONSULTING
GROUP

Fire Protection Consultant

7508 E. INDEPENDENCE
BLVD., SUITE 116
CHARLOTTE, NC, 28277
Tel   (704) 531-9077

HARRINGTON
GROUP

Cost Estimator

410 E. 21 STREET
CHESTER, PA, 19013
Tel   (610) 872-3716

BRAY MOONEY
CONSULTING

of

542-CSI-203
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FULLY SPRINKLERED

410 E. 21 STREET
CHESTER, PA, 19013
Tel   (610) 872-3716

BRAY MOONEY
CONSULTING

Aquatic Consultant

1823 DEEP RUN ROAD
PIPERSVILLE, PA, 18947
Tel   (215) 766-0409

ATLANTIC
AQUATIC
ENGINEERING

Civil Engineer

2453 N DELAWARE STREET
INDIANAPOLIS, IN 46205
Tel   (317) 800-6388

GUIDON DESIGN
Architect

2520 RENAISSANCE BLVD.,
SUITE 110
KING OF PRUSSIA, PA, 19406
Tel   (610) 270-0599

ARRAY HEALTHCARE
FACILITIES
SOLUTIONS

Associate Architects

1251 ROMANSVILLE ROAD
COATESVILLE, PA, 19320
Tel   (610) 383-4460

W. COOK
ARCHITECTS

NOTE: SEE SHEET AE-002 FOR ALTERNATES

As indicated RENOVATE BUILDING 69

TN BG

INTERIOR DETAILS

1/22/2014 32 86

AE612

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

 1 1/2" = 1'-0"E4 SOFFIT DETAIL

 1 1/2" = 1'-0"F2 SOFFIT DETAIL 2
 1 1/2" = 1'-0"F4 SOFFIT DETAIL 3

 1 1/2" = 1'-0"F6 SOFFIT DETAIL 4
 1 1/2" = 1'-0"F8 ATTACHMENT OF CUBICLE CURTAIN TRACK

 3" = 1'-0"E8 EXPANSION JOINT DETAIL @ CONCRETE WALL
 6" = 1'-0"E6 EXPANSION JOINT DETAIL AT PERIMETER CEILING

 6" = 1'-0"C6 EXPANSION JOINT DETAIL IN CEILING

 6" = 1'-0"B6 EXPANSION JOINT DETAIL @ FLOOR

 3" = 1'-0"A8 CEILING DETAIL AT UNISTRUT

 6" = 1'-0"A6 EXPANSION JOINT DETAIL PLAN - AJS

 1 1/2" = 1'-0"C8 BARIATRIC PATIENT LIFT DETAIL

 3" = 1'-0"C4 P-RWS

 6" = 1'-0"E2 STAINLESS STEEL CORNER GUARD
 3" = 1'-0"E1 COLUMN SECTION

 1 1/2" = 1'-0"C2 DETAIL @ WINDOW POCKET

 1 1/2" = 1'-0"C1 DETAIL @ WINDOW
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